The display of a remote water level indicator shall **cover the full operating water level range and** have a clearly marked minimum water level reference at least 2 in. (50 mm) and **not more than 3 in. (75 mm)** above the lowest permissible water level, as determined by the Manufacturer.

**PG-60.1.1.2** The display of a remote water level indicator shall have a clearly marked minimum water level reference at least 2 in. (50 mm) above the lowest permissible water level, as determined by the Manufacturer.