Interpretation #:  **PI-04-004**  
Reference #:  A112-DI-04-004  
Date Issued:  January 17, 2005  
Subject:  ASME A112.18.1-2003; Table 5, Minimum and Maximum Flowrates  
Question:  Are pre-rinse type intended for use in commercial kitchens subject to minimum or maximum flowrates shown in Table 5 of ASME A112.18.1-2003?  
Reply:  No.

ASME procedures provide for reconsideration of interpretations when or if additional information is available which the inquirer believes might affect the interpretation. Further, persons aggrieved by an interpretation may appeal to the cognizant ASME committee or subcommittee. As stated in the foreword of the code documents, ASME does not “approve,” “rate,” or “endorse” any item, construction, proprietary device or activity.